xew(ST) D0a

Facility Report

Sepa Well #2 Pumphouse

Organization: Cariboo Regional District
Water System: 108 Mile Water System
Facility: Sepa Well #2 Pumphouse

01/01/2005 to 12/31/2005 (mm/ddlyyyy)

INORGANIC

Aluminum (total) Criteria & Type
09/08/2005 00:00 0.007 mg/L <=0.1 Operational -

Conventional

# samples: 1 min: 0.007
# detects: 1 max: 0.007 mg/L
# non-detects: 0 avg: 0.007 mg/L (based on 1 numerical results)
# exceedances: 0

Antimony (total) Criteria & Type
09/08/2005 00:00 <0.0010 mg/L <=0.006 MAC
# samples: 1 min: <0.0010
# detects: 0 max: <0.0010 mg/L

# non-detects: 1
# exceedances: 0

Arsenic (total)

avg: n/a (based on 0 numerical results)

Criteria & Type

09/08/2005 00:00 0.002 mg/L <=0.025 MAC
#samples: 1 min: 0.002
# detects: 1 max: 0.002 mg/L

# non-detects: 0
# exceedances: 0

Printed on 03/14/2006 at 11:54:02AM

avg: 0.002 mg/L (based on 1 numerical results)

Comments
No Concerns

Comments
No Concerns

Comments
No Concerns
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xew(ST) D0a

Facility Report

Sepa Well #2 Pumphouse

Sepa Well #2 Pumphouse (Continued)

Barium (total)
09/08/2005 00:00 0.013

# samples: 1

# detects: 1

# non-detects: 0
# exceedances: 0

Beryllium (total)

# samples: 0

# detects: 0

# non-detects: 0
# exceedances: 0

Bicarbonate (as HCO3)
09/08/2005 00:00 640

# samples: 1

# detects: 1

# non-detects: 0
# exceedances: 0

Bismuth (total)

# samples: 0

# detects: 0

# non-detects: 0
# exceedances: 0

Printed on 03/14/2006 at 11:54:02AM

Criteria & Type
mg/L <=1.0 MAC

min: 0.013
max: 0.013 mg/L
avg: 0.013 mg/L (based on 1 numerical results)

Criteria & Type

min: n/a
max: n/a
avg: n/a (based on O numerical results)

Criteria & Type
mg/L

min: 640

max: 640 mg/L

avg: 640 mg/L (based on 1 numerical results)
95th Percentile: 640.00 mg/L

Criteria & Type

min: n/a

max: n/a

avg: n/a (based on 0 numerical results)
95th Percentile: 0.00 mg/L

Comments

No Concerns

Comments

Comments
No Concerns

Comments
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xew'(ST) D0d

Facility Report

Sepa Well #2 Pumphouse

Sepa Well #2 Pumphouse (Continued)

Boron (total)
09/08/2005 00:00

# samples: 1

# detects: 1

# non-detects: 0
# exceedances: 0

Bromide

# samples: 0

# detects: 0

# non-detects: 0
# exceedances: O

Cadmium (total)
09/08/2005 00:00

# samples: 1

# detects: 0

# non-detects: 1
# exceedances: O

Calcium (dissolved)
09/08/2005 00:00

Printed on 03/14/2006 at 11:54:02AM

0.12

<0.0002

Criteria & Type
mg/L <=5 MAC

min: 0.12
max: 0.12 mg/L
avg: 0.12 mg/L (based on 1 numerical results)

Criteria & Type

min: n/a

max: n/a

avg: n/a (based on 0 numerical results)
95th Percentile: 0.00 mg/L

Criteria & Type
mg/L <=0.005 MAC

min: <0.0002

max: <0.0002 mg/L
avg: n/a (based on 0 numerical results)

Criteria & Type

54.6 mg/L

Comments
No Concerns

Comments

Comments
No Concerns

Comments
No Concerns

Page 3 of 18

ApdterTrax



xew(ST) D0a

Facility Report

Sepa Well #2 Pumphouse

#samples: 1

# detects: 1

# non-detects: 0
# exceedances: 0

Calcium (total)

# samples: 0

# detects: 0

# non-detects: 0
# exceedances: 0

Carbonate (as CO3)
09/08/2005 00:00 <0.5000

# samples: 1

# detects: 0

# non-detects: 1
# exceedances: 0

Chloride
09/08/2005 00:00 40.1

# samples: 1

# detects: 1

# non-detects: 0
# exceedances: 0

Chromium (total)
09/08/2005 00:00 <0.0010

Printed on 03/14/2006 at 11:54:02AM

min: 54.6
max: 54.6 mg/L
avg: 54.6 mg/L (based on 1 numerical results)

Criteria & Type

min: n/a
max: n/a
avg: n/a (based on 0 numerical results)

Criteria & Type
mg/L.

min: <0.5000

max: <0.5000 mg/L

avg: n/a (based on 0 numerical resulits)
95th Percentile: 0.00 mg/L

Criteria & Type
mg/L <=250 AO

min: 40.1
max: 40.1 mg/L
avg: 40.1 mg/L (based on 1 numerical resuits)

Criteria & Type
mg/L. <=0.05 MAC

Comments

Comments
No Concerns

Comments
No Concerns

Comments
No Concerns

Page 4 of 18

ApaterTrax



xew(ST) D0a

Facility Report

Sepa Well #2 Pumphouse

#samples: 1

# detects: 0

# non-detects: 1
# exceedances: 0

Cobalt (total)

#samples: 0

# detects: 0

# non-detects: 0
# exceedances: 0

Copper (total)
09/08/2005 00:00 0.002

# samples: 1

# detects: 1

# non-detects: 0
# exceedances: 0

Fluoride
09/08/2005 00:00 0.31

# samples: 1

# detects: 1

# non-detects: 0
# exceedances: 0

Hydroxide (as OH)
09/08/2005 00:00 <0.5000

Printed on 03/14/2006 at 11:54:02AM

min; <0.0010
max: <0.0010 mg/L
avg: n/a (based on 0 numerical results)

Criteria & Type

min: n/a
max: n/a
avg: n/a (based on 0 numerical results)

Criteria & Type
mg/L <=1.0 AO

min: 0.002
max: 0.002 mg/L
avg: 0.002 mg/L (based on 1 numerical results)

Criteria & Type
mg/L <=15 MAC

min: 0.31
max: 0.31 mg/L
avg: 0.31 mg/L (based on 1 numerical results)

Criteria & Type
mg/L

Comments

Comments
No Concerns

Comments
No Concerns

Comments
No Concerns
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xew(ST) D0a

Facility Report

Sepa Well #2 Pumphouse

# samples: 1

# detects: 0

# non-detects: 1
# exceedances: 0

Iron (dissolved)

09/08/2005 00:00 <0.0500

# samples: 1

# detects: 0

# non-detects: 1
# exceedances: 0

Iron (total)
09/08/2005 00:00 <0.0500

# samples: 1

# detects: 0

# non-detects: 1
# exceedances: 0

Lead (total)
09/08/2005 00:00 <0.0010

# samples: 1

# detects: 0

# non-detects: 1
# exceedances: 0

Lithium (total)

Printed on 03/14/2006 at 11:54:02AM

min: <0.5000

max: <0:5000 mg/L

avg: n/a (based on 0 numerical results)
95th Percentile: 0.00 mg/L

Criteria & Type
mg/L

min: <0.0500
max: <0.0500 mg/L.
avg: n/a (based on 0 numerical resuits)

Criteria & Type
mg/L. <=0.3 AO

min: <0.0500
max: <0:0500: mg/L:
avg: n/a (based on 0 numerical results)

Criteria & Type
mg/L <=0.010 MAC

min: <0.0010

max: <0.0010 mg/L.
avg: n/a (based on 0 numerical resuilts)

Criteria & Type

Comments
No Concerns

Comments
No Concerns

Comments
No Concerns

Comments
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xew'(ST) D04

Facility Report

Sepa Well #2 Pumphouse

# samples: O

# detects: 0

# non-detects: 0
# exceedances: 0

Magnesium (dissolved)
09/08/2005 00:00 73.4

# samples: 1

# detects: 1

# non-detects: 0
# exceedances: 0

Magnesium (total)
09/08/2005 00:00 83.5

# samples: 1

# detects: 1

# non-detects: 0
# exceedances: 0

Manganese (dissolved)
09/08/2005 00:00 0.32

# samples: 1

# detects: 1

# non-detects: 0
# exceedances: 0

Manganese (total)
* (09/08/2005 00:00 0.37

Printed on 03/14/2006 at 11:54:02AM

min: n/a

max: n/a

avg: n/a (based on 0 numerical results)
95th Percentile: 0.00 mg/L

Criteria & Type
mg/L

min: 73.4
max: 73.4 mg/L
avg: 73.4 mg/L (based on 1 numerical results)

Criteria & Type
mg/L

min: 83.5
max: 83.5 mg/L
avg: 83.5 mg/L (based on 1 numerical results)

Criteria & Type
mg/L

min: 0.32
max: 0.32 mg/L ‘
avg: 0.32 mg/L (based on 1 numerical results)

Criteria & Type
mg/L <=0.05 AO

Comments
No Concerns

Comments
No Concerns

Comments
No Concerns

Comments
No Concerns
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xew'(ST) D0d

Facility Report

Sepa Well #2 Pumphouse

Sepa Well #2 Pumphouse (Continued)

Manganese (total)

#samples: 1

# detects: 1

# non-detects: O
# exceedances: 1

Mercury (total)
09/08/2005 00:00 <0.00002

# samples: 1

# detects: O

# non-detects: 1
#exceedances: 0

Molybdenum (total)

#samples: 0

# detects: O

# non-detects: 0
# exceedances: 0

Nickel (total)

# samples: 0

# detects: 0

# non-detects: 0
# exceedances: 0

Printed on 03/14/2006 at 11:54:02AM

Criteria & Type

min: 0.37
max: 0.37 mg/L
avg: 0.37 mg/L (based on 1 numerical results)

Criteria & Type
mg/L <=0.001 MAC

min: <0.00002
max: <0.00002 mg/L
avg: n/a (based on 0 numerical results)

Criteria & Type

min: n/a
max: n/a
avg: n/a (based on 0 numerical results)

Criteria & Type

min: n/a
max: n/a
avg: n/a (based on 0 numerical results)

Comments

Comments
No Concerns

Comments

Comments

Page 8 of 18

ApaterTrax’



xew'(ST) D04

Facility Report

Sepa Well #2 Pumphouse

Sepa Well #2 Pumphouse (Continued)

Nitrate (as N)
09/08/2005 00:00

# samples: 1

# detects: 0

# non-detects: 1
# exceedances: 0

Nitrate (as NO3)

# samples: 0

# detects: 0

# non-detects: 0
# exceedances:

Nitrate + Nitrite (as N)
09/08/2005 00:00

# samples: 1

# detects: O

# non-detects: 1
# exceedances: 0

Nitrite (as N)
09/08/2005 00:00

Printed on 03/14/2006 at 11:54:02AM

<0.2500

<0.2500

Criteria & Type
mg/L

min; <0.2500
max: <0.2500 mg/L
avg: n/a (based on 0 numerical results)

Criteria & Type

min: n/a
max: n/a
avg: n/a (based on 0 numerical results)

Criteria & Type
mg/L

min: <0.2500

max: <0.2500 mg/L
avg: n/a (based on 0 numerical results)

Criteria & Type

0.013 mg/L

Comments
No Concerns

Comments

Comments
No Concerns

Comments
No Concerns
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xew(ST) D0a

Facility Report

Sepa Well #2 Pumphouse

# samples: 1

# detects: 1

# non-detects: 0
# exceedances: 0

Nitrite (as NO2)

# samples: 0

# detects: 0

# non-detects: 0
# exceedances: 0

Phosphorus (total)

# samples: 0

# detects: O

# non-detects: 0
# exceedances: 0

Potassium (dissolved)

09/08/2005 00:00

#samples: 1

# detects: 1

# non-detects: 0
# exceedances: 0

Potassium (total)

7.3

Printed on 03/14/2006 at 11:54:02AM

min: 0.013
max: 0.013 mg/L
avg: 0.013 mg/L (based on 1 numerical results)

Criteria & Type

min: n/a
max: n/a
avg: n/a (based on 0 numerical resuilts)

Criteria & Type

min: n/a

max: n/a

avg: n/a (based on 0 numerical results)
95th Percentile: 0.00 mg/L

Criteria & Type
mg/L

min: 7.3

max: 7.3 mg/L.
avg: 7.3 mg/L (based on 1 numerical results)

Criteria & Type

Comments

Comments

Comments
No Concerns

Comments
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xew'(ST) D0d

Facility Report Sepa Well #2 Pumphouse
# samples: 0 min: n/a
# detects: 0 max: n/a

# non-detects: 0
# exceedances: 0

Selenium (total)
09/08/2005 00:00

# samples: 1

# detects: 0

# non-detects: 1
# exceedances: 0

Silicon (dissolved, as SiO2)

09/08/2005 00:00

#samples: 1

# detects: 1
#non-detects: 0
# exceedances: 0

Silicon (total, as Si02)

#samples: 0

# detects: 0

# non-detects: 0
# exceedances: 0

Silver (total)

Printed on 03/14/2006 at 11:54:02AM

<0.0010

213

avg: n/a (based on 0 numerical results)

Criteria & Type
mg/L. <=0.01 MAC

min: <0.0010
max: <0.0010 mg/L
avg: n/a (based on 0 numerical results)

Criteria & Type
mg/L

min: 21.3

max: 21.3 mg/L

avg: 21.3 mg/L (based on 1-numerical results)
95th Percentile: 21.30 mg/L

Criteria & Type

min: nfa

max: n/a

avg: n/a (based on 0 numerical results)
95th Percentile: 0.00 mg/L

Criteria & Type

Comments
No Concerns

Comments
No Concerns

Comments

Comments
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